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PRESSURE TEST REPORT 

 

 

Date:  December 8, 2022 

Site: Asnuntuck Community College 

 

 Readings  

Equipment 0:00 1:00 2:30 4:00 Result 

MAU1 5.0psi 4.7psi 6.0psi 5.0psi Pass; normal test pressure 

variation due to outside 

temperature variation 

MAU2 5.0psi 4.7psi 6.0psi 5.0psi Pass; normal test pressure 

variation due to outside 

temperature variation 

RTU, 

Heating Unit 

5.0psi 4.5psi 6.0psi 5.0psi Pass; normal test pressure 

variation due to outside 

temperature variation 

 

 

Note:   See attached videos for final soap tests after gas was turned back on 

 

Videos:  Click here 

 

 

https://www.dropbox.com/scl/fo/n42bkotstrbofpoyyhoml/h?dl=0&rlkey=ny935jv0knhcurhtrrl31pyls

